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Σημείωση:  Οι παραπάνω σχηματικές παραστάσεις είναι τυπικά σχέδια βασικής αρχής. Θα πρέπει πάντα να 
συμβουλέυεστε έναν εξειδικευμένο θερμομηχανικό για τη δική σας εγκατάσταση.

Note:  The above drawings of installation are typical drawings of basic principles. You must always con-
sult a specialized thermo-mechanical engineer for your own installation.

ΣΕΙΡΙΑΚΗ ΣΥΝΔΕΣΗ ΠΟΛΛΑΠΛΩΝ ΗΛΙΑΚΩΝ ΣΥΣΚΕΥΩΝ ΣΕ ΣΕΙΡΑ
SERIAL CONNECTION OF MULTIPLE SYSTEMS

ΣΗΜΕΙΩΣΗ / ΝΟΤΕ
Σε   συνδέσεις ηλιακών σε σειρά όπου το ένα ηλιακό τροφοδοτεί με νερό το επόμενο  κ.ο.κ) θα 
πρέπει απαραιτήτως στο τελευταίο ηλιακό να τοποθετείται κυκλοφορητής (για ανακυκλοφορία) 
ούτως ώστε να αποφεύγεται η υπερθέρμανση των τελευταίων ηλιακών.

In solar installations with a serial connection- where the one unit feeds the water to the next 
one and so on) -it is necessary to install a circulator (for recirculation) so that to avoid the 
overheating of the last in the series solar water heaters.
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PRODUCTION OF HOT 
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WATER BOILER –
HEATING BOILER and 
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Heaters.

SOLAR APPLICATION FOR HOT WATER IN A HOTEL UNIT
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Note:  The above drawings of installation are typical drawings of basic principles. You must always consult a specialized thermo-mechanical engineer for your own installation.
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SOLAR APPLICATION FOR HOT WATER IN A HOTEL UNIT

DESIGN OF A THERMAL SYSTEM
For space heating, swimming pool heating and DHW(with a support 
of an air-water Heat pump)
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